














Laboratory Job Number 307905
ANALYTICAL REPORT

Locus Technologies                    Project  : 98007-99-2200              
299 Fairchild Dr.                     Location : NEC                        
Mountain View, CA 94043               Level    : II                         

Sample ID Lab ID
271NEC-EFT       307905-001
TRIP BLANK       307905-002

This data package has been reviewed for technical correctness and completeness.
Release of this data has been authorized by the Laboratory Manager or the
Manager's designee, as verified by the following signature which applies to
this PDF file as well as any associated electronic data deliverable files. The
results contained in this report meet all requirements of NELAP and pertain
only to those samples which were submitted for analysis. This report may be
reproduced only in its entirety.

Signature:                          Date:  03/12/2019 
Haley Campbell
Project Manager

haley.campbell@enthalpy.com

CA ELAP# 2896, NELAP# 4044-001                                                 
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CASE NARRATIVE

Laboratory number:        307905
Client:                   Locus Technologies
Project:                  98007-99-2200
Location:                 NEC
Request Date:             03/05/19
Samples Received:         03/05/19

This data package contains sample and QC results for two water samples,
requested for the above referenced project on 03/05/19. The samples were
received cold and intact.

Volatile Organics by GC/MS (EPA 624):
No analytical problems were encountered.

Total Dissolved Solids (TDS) (SM2540C):
No analytical problems were encountered.
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Detections Summary for 307905

Results for any subcontracted analyses are not included in this summary.

Client   : Locus Technologies                                                    
Project  : 98007-99-2200                                                         
Location : NEC                                                                   

Client Sample ID : 271NEC-EFT          Laboratory Sample ID :         307905-001 

Analyte           Result  Flags    RL    Units   Basis    IDF    Method  Prep Method 
trans-1,2-Dichloroethene      5.7            0.5  ug/L   As Recd  1.000  EPA 624  EPA 624     
cis-1,2-Dichloroethene       21              0.5  ug/L   As Recd  1.000  EPA 624  EPA 624     
Trichloroethene              54              1.0  ug/L   As Recd  2.000  EPA 624  EPA 624     
Total Dissolved Solids      750             10    mg/L   TOTAL    1.000  SM2540C  METHOD      

Client Sample ID : TRIP BLANK          Laboratory Sample ID :         307905-002 

No Detections                                                                 
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Enthalpy Analytical - Berkeley Analytical Report

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            EPA 624                       
Project#:        98007-99-2200                 Analysis:        EPA 624                       
Field ID:        271NEC-EFT                    Units:           ug/L                          
Lab ID:          307905-001                    Sampled:         03/04/19                      
Matrix:          Water                         Received:        03/05/19                      

Analyte                 Result              RL          Diln Fac  Batch# Analyzed 
Chloromethane                    ND                      1.0      1.000      268441 03/08/19  
Vinyl Chloride                   ND                      0.5      1.000      268441 03/08/19  
Bromomethane                     ND                      1.0      1.000      268441 03/08/19  
Chloroethane                     ND                      1.0      1.000      268441 03/08/19  
Trichlorofluoromethane           ND                      1.0      1.000      268441 03/08/19  
1,1-Dichloroethene               ND                      0.5      1.000      268441 03/08/19  
Methylene Chloride               ND                     10        1.000      268441 03/08/19  
MTBE                             ND                      0.5      1.000      268441 03/08/19  
trans-1,2-Dichloroethene               5.7               0.5      1.000      268441 03/08/19  
1,1-Dichloroethane               ND                      0.5      1.000      268441 03/08/19  
cis-1,2-Dichloroethene                21                 0.5      1.000      268441 03/08/19  
Chloroform                       ND                      0.5      1.000      268441 03/08/19  
1,1,1-Trichloroethane            ND                      0.5      1.000      268441 03/08/19  
Carbon Tetrachloride             ND                      0.5      1.000      268441 03/08/19  
1,2-Dichloroethane               ND                      0.5      1.000      268441 03/08/19  
Benzene                          ND                      0.5      1.000      268441 03/08/19  
Trichloroethene                       54                 1.0      2.000      268494 03/11/19  
1,2-Dichloropropane              ND                      0.5      1.000      268441 03/08/19  
Bromodichloromethane             ND                      0.5      1.000      268441 03/08/19  
cis-1,3-Dichloropropene          ND                      0.5      1.000      268441 03/08/19  
Toluene                          ND                      0.5      1.000      268441 03/08/19  
trans-1,3-Dichloropropene        ND                      0.5      1.000      268441 03/08/19  
1,1,2-Trichloroethane            ND                      0.5      1.000      268441 03/08/19  
Tetrachloroethene                ND                      0.5      1.000      268441 03/08/19  
Dibromochloromethane             ND                      0.5      1.000      268441 03/08/19  
Chlorobenzene                    ND                      0.5      1.000      268441 03/08/19  
Ethylbenzene                     ND                      0.5      1.000      268441 03/08/19  
Bromoform                        ND                      1.0      1.000      268441 03/08/19  
1,1,2,2-Tetrachloroethane        ND                      0.5      1.000      268441 03/08/19  
1,3-Dichlorobenzene              ND                      0.5      1.000      268441 03/08/19  
1,4-Dichlorobenzene              ND                      0.5      1.000      268441 03/08/19  
1,2-Dichlorobenzene              ND                      0.5      1.000      268441 03/08/19  

Surrogate             %REC  Limits   Diln Fac  Batch# Analyzed 
Dibromofluoromethane           103    80-121  1.000      268441 03/08/19  
1,2-Dichloroethane-d4          97     80-134  1.000      268441 03/08/19  
Toluene-d8                     93     80-120  1.000      268441 03/08/19  
Bromofluorobenzene             99     80-120  1.000      268441 03/08/19  

ND= Not Detected
RL= Reporting Limit
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Enthalpy Analytical - Berkeley Analytical Report

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            EPA 624                       
Project#:        98007-99-2200                 Analysis:        EPA 624                       
Field ID:        TRIP BLANK                    Batch#:          268441                        
Lab ID:          307905-002                    Sampled:         03/04/19                      
Matrix:          Water                         Received:        03/05/19                      
Units:           ug/L                          Analyzed:        03/08/19                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Ethylbenzene                       ND                        0.5       
Bromoform                          ND                        1.0       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           107    80-121  
1,2-Dichloroethane-d4          97     80-134  
Toluene-d8                     93     80-120  
Bromofluorobenzene             101    80-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Enthalpy Analytical - Berkeley Analytical Report

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            EPA 624                       
Project#:        98007-99-2200                 Analysis:        EPA 624                       
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC967563                      Batch#:          268441                        
Matrix:          Water                         Analyzed:        03/08/19                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Ethylbenzene                       ND                        0.5       
Bromoform                          ND                        1.0       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           106    80-121  
1,2-Dichloroethane-d4          99     80-134  
Toluene-d8                     93     80-120  
Bromofluorobenzene             99     80-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Enthalpy Analytical - Berkeley Analytical Report

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            EPA 624                       
Project#:        98007-99-2200                 Analysis:        EPA 624                       
Matrix:          Water                         Batch#:          268441                        
Units:           ug/L                          Analyzed:        03/08/19                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC967564                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      15.00               14.79      99     65-133  
Benzene                                 15.00               15.75      105    75-122  
Trichloroethene                         15.00               14.70      98     73-121  
Toluene                                 15.00               14.21      95     78-120  
Chlorobenzene                           15.00               14.63      98     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           99     80-121  
1,2-Dichloroethane-d4          98     80-134  
Toluene-d8                     95     80-120  
Bromofluorobenzene             98     80-120  

Type:            BSD                            Lab ID:          QC967565                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      15.00               14.12      94     65-133  5   23  
Benzene                                 15.00               15.68      105    75-122  0   20  
Trichloroethene                         15.00               14.68      98     73-121  0   20  
Toluene                                 15.00               13.90      93     78-120  2   20  
Chlorobenzene                           15.00               14.45      96     80-120  1   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           100    80-121  
1,2-Dichloroethane-d4          98     80-134  
Toluene-d8                     93     80-120  
Bromofluorobenzene             100    80-120  

RPD= Relative Percent Difference
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Batch QC Report

Enthalpy Analytical - Berkeley Analytical Report

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            EPA 624                       
Project#:        98007-99-2200                 Analysis:        EPA 624                       
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC967800                      Batch#:          268494                        
Matrix:          Water                         Analyzed:        03/11/19                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Ethylbenzene                       ND                        0.5       
Bromoform                          ND                        1.0       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           111    80-121  
1,2-Dichloroethane-d4          99     80-134  
Toluene-d8                     87     80-120  
Bromofluorobenzene             101    80-120  

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Enthalpy Analytical - Berkeley Analytical Report

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            EPA 624                       
Project#:        98007-99-2200                 Analysis:        EPA 624                       
Matrix:          Water                         Batch#:          268494                        
Units:           ug/L                          Analyzed:        03/11/19                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC967801                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      15.00               15.87      106    65-133  
Benzene                                 15.00               16.30      109    75-122  
Trichloroethene                         15.00               15.56      104    73-121  
Toluene                                 15.00               13.83      92     78-120  
Chlorobenzene                           15.00               14.21      95     80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           104    80-121  
1,2-Dichloroethane-d4          98     80-134  
Toluene-d8                     90     80-120  
Bromofluorobenzene             99     80-120  

Type:            BSD                            Lab ID:          QC967802                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      15.00               15.76      105    65-133  1   23  
Benzene                                 15.00               16.09      107    75-122  1   20  
Trichloroethene                         15.00               15.42      103    73-121  1   20  
Toluene                                 15.00               13.62      91     78-120  2   20  
Chlorobenzene                           15.00               14.17      94     80-120  0   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           107    80-121  
1,2-Dichloroethane-d4          97     80-134  
Toluene-d8                     89     80-120  
Bromofluorobenzene             95     80-120  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      10.0
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Total Dissolved Solids (TDS)

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            METHOD                        
Project#:        98007-99-2200                 Analysis:        SM2540C                       
Analyte:         Total Dissolved Solids        Batch#:          268380                        
Field ID:        271NEC-EFT                    Sampled:         03/04/19                      
Matrix:          Water                         Received:        03/05/19                      
Units:           mg/L                          Prepared:        03/06/19                      
Diln Fac:        1.000                         Analyzed:        03/07/19                      

Type    Lab ID         Result                RL         
SAMPLE 307905-001         750                  10         
BLANK  QC967327       ND                       10         

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       3.0
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Batch QC Report

Total Dissolved Solids (TDS)

Lab #:           307905                        Location:        NEC                           
Client:          Locus Technologies            Prep:            METHOD                        
Project#:        98007-99-2200                 Analysis:        SM2540C                       
Analyte:         Total Dissolved Solids        Batch#:          268380                        
Field ID:        ZZZZZZZZZZ                    Sampled:         02/28/19                      
MSS Lab ID:      307779-002                    Received:        03/01/19                      
Matrix:          Water                         Prepared:        03/06/19                      
Units:           mg/L                          Analyzed:        03/07/19                      
Diln Fac:        1.000                                                                        

Type   Lab ID     MSS Result      Spiked        Result          RL      %REC  Limits RPD  Lim
BS    QC967328                      90.20         86.00                 95    80-121          
BSD   QC967329                      90.20         88.00                 98    80-121 2    5   
SDUP  QC967330       1,054                     1,052           10.00                 0    5   

RL= Reporting Limit
RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       4.0
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Tel: (925)484-1919
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Revision: 1

For:
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Mountain View, California 94043

Attn: Nancy-Jeanne LeFevre

Authorized for release by:
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Nathaniel Horner, Project Management Assistant I
nathaniel.horner@testamericainc.com

Designee for

Micah Smith, Project Manager II
(925)484-1919
micah.smith@testamericainc.com

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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Definitions/Glossary
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Glossary
These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

PQL Practical Quantitation Limit

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

Eurofins TestAmerica, Pleasanton
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Case Narrative
Client: Locus Technologies Job ID: 720-93627-1
Project/Site: NEC

Job ID: 720-93627-1

Laboratory: Eurofins TestAmerica, Pleasanton

Narrative

Job Narrative
720-93627-1

Revision 1

This report was revised on 7/18/19 in order to remove a nonconformance that did not apply to this job.

Comments

No additional comments. 

Receipt 
The sample was received on 6/20/2019 12:50 PM; the sample arrived in good condition, properly preserved and, where required, on ice. 
The temperature of the cooler at receipt was 4.3º C.

GC/MS VOA 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page.

General Chemistry 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page.

Eurofins TestAmerica, Pleasanton
Page 4 of 18 7/18/2019 (Rev. 1)
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Detection Summary
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Client Sample ID: 272NEC-EFT Lab Sample ID: 720-93627-1

trans-1,2-Dichloroethene

RL

0.50 ug/L

MDLAnalyte Result Qualifier Unit Dil Fac D Method Prep Type

Total/NA16.5 624

Trichloroethene 0.50 ug/L Total/NA157 624

cis-1,2-Dichloroethene 0.50 ug/L Total/NA122 624

Total Dissolved Solids 10 mg/L Total/NA1840 SM 2540C

Eurofins TestAmerica, Pleasanton

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Lab Sample ID: 720-93627-1Client Sample ID: 272NEC-EFT
Matrix: WaterDate Collected: 06/20/19 08:55

Date Received: 06/20/19 12:50

Method: 624 - Volatile Organic Compounds (GC/MS)
RL MDL

1,1,1-Trichloroethane ND 0.50 ug/L 07/02/19 12:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

0.50 ug/L 07/02/19 12:57 11,1,2,2-Tetrachloroethane ND

0.50 ug/L 07/02/19 12:57 11,1,2-Trichloroethane ND

0.50 ug/L 07/02/19 12:57 11,1-Dichloroethane ND

0.50 ug/L 07/02/19 12:57 11,1-Dichloroethene ND

0.50 ug/L 07/02/19 12:57 11,2-Dichlorobenzene ND

0.50 ug/L 07/02/19 12:57 11,2-Dichloroethane ND

0.50 ug/L 07/02/19 12:57 11,2-Dichloropropane ND

0.50 ug/L 07/02/19 12:57 11,3-Dichlorobenzene ND

0.50 ug/L 07/02/19 12:57 11,4-Dichlorobenzene ND

0.50 ug/L 07/02/19 12:57 1Benzene ND

1.0 ug/L 07/02/19 12:57 1Bromoform ND

0.50 ug/L 07/02/19 12:57 1Bromomethane ND

0.50 ug/L 07/02/19 12:57 1Carbon tetrachloride ND

0.50 ug/L 07/02/19 12:57 1Chlorobenzene ND

0.50 ug/L 07/02/19 12:57 1Dibromochloromethane ND

1.0 ug/L 07/02/19 12:57 1Chloroethane ND

0.50 ug/L 07/02/19 12:57 1Chloroform ND

0.50 ug/L 07/02/19 12:57 1Chloromethane ND

0.50 ug/L 07/02/19 12:57 1cis-1,3-Dichloropropene ND

0.50 ug/L 07/02/19 12:57 1Bromodichloromethane ND

0.50 ug/L 07/02/19 12:57 1Ethylbenzene ND

2.0 ug/L 07/02/19 12:57 1Methylene Chloride ND

0.50 ug/L 07/02/19 12:57 1Tetrachloroethene ND

0.50 ug/L 07/02/19 12:57 1Toluene ND

0.50 ug/L 07/02/19 12:57 1trans-1,2-Dichloroethene 6.5

0.50 ug/L 07/02/19 12:57 1trans-1,3-Dichloropropene ND

0.50 ug/L 07/02/19 12:57 1Trichlorofluoromethane ND

0.50 ug/L 07/02/19 12:57 1Vinyl chloride ND

0.50 ug/L 07/02/19 12:57 1Trichloroethene 57

0.50 ug/L 07/02/19 12:57 1cis-1,2-Dichloroethene 22

0.50 ug/L 07/02/19 12:57 1Methyl tert-butyl ether ND

4-Bromofluorobenzene (Surr) 120 80 - 120 07/02/19 12:57 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Dibromofluoromethane (Surr) 96 07/02/19 12:57 176 - 132

Toluene-d8 (Surr) 107 07/02/19 12:57 180 - 128

General Chemistry
RL MDL

Total Dissolved Solids 840 10 mg/L 06/24/19 09:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Eurofins TestAmerica, Pleasanton
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Surrogate Summary
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Method: 624 - Volatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Water

Lab Sample ID Client Sample ID (80-120) (76-132) (80-128)

BFB DBFM TOL

120 96 107720-93627-1

Percent Surrogate Recovery (Acceptance Limits)

272NEC-EFT

116 91 105LCS 440-555711/5 Lab Control Sample

120 91 110MB 440-555711/4 Method Blank

Surrogate Legend

BFB = 4-Bromofluorobenzene (Surr)

DBFM = Dibromofluoromethane (Surr)

TOL = Toluene-d8 (Surr)

Eurofins TestAmerica, Pleasanton
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QC Sample Results
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Method: 624 - Volatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 440-555711/4
Matrix: Water Prep Type: Total/NA
Analysis Batch: 555711

RL MDL

1,1,1-Trichloroethane ND 0.50 ug/L 07/02/19 08:24 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

ND 0.50 ug/L 07/02/19 08:24 11,1,2,2-Tetrachloroethane

ND 0.50 ug/L 07/02/19 08:24 11,1,2-Trichloroethane

ND 0.50 ug/L 07/02/19 08:24 11,1-Dichloroethane

ND 0.50 ug/L 07/02/19 08:24 11,1-Dichloroethene

ND 0.50 ug/L 07/02/19 08:24 11,2-Dichlorobenzene

ND 0.50 ug/L 07/02/19 08:24 11,2-Dichloroethane

ND 0.50 ug/L 07/02/19 08:24 11,2-Dichloropropane

ND 0.50 ug/L 07/02/19 08:24 11,3-Dichlorobenzene

ND 0.50 ug/L 07/02/19 08:24 11,4-Dichlorobenzene

ND 0.50 ug/L 07/02/19 08:24 1Benzene

ND 1.0 ug/L 07/02/19 08:24 1Bromoform

ND 0.50 ug/L 07/02/19 08:24 1Bromomethane

ND 0.50 ug/L 07/02/19 08:24 1Carbon tetrachloride

ND 0.50 ug/L 07/02/19 08:24 1Chlorobenzene

ND 0.50 ug/L 07/02/19 08:24 1Dibromochloromethane

ND 1.0 ug/L 07/02/19 08:24 1Chloroethane

ND 0.50 ug/L 07/02/19 08:24 1Chloroform

ND 0.50 ug/L 07/02/19 08:24 1Chloromethane

ND 0.50 ug/L 07/02/19 08:24 1cis-1,3-Dichloropropene

ND 0.50 ug/L 07/02/19 08:24 1Bromodichloromethane

ND 0.50 ug/L 07/02/19 08:24 1Ethylbenzene

ND 2.0 ug/L 07/02/19 08:24 1Methylene Chloride

ND 0.50 ug/L 07/02/19 08:24 1Tetrachloroethene

ND 0.50 ug/L 07/02/19 08:24 1Toluene

ND 0.50 ug/L 07/02/19 08:24 1trans-1,2-Dichloroethene

ND 0.50 ug/L 07/02/19 08:24 1trans-1,3-Dichloropropene

ND 0.50 ug/L 07/02/19 08:24 1Trichlorofluoromethane

ND 0.50 ug/L 07/02/19 08:24 1Vinyl chloride

ND 0.50 ug/L 07/02/19 08:24 1Trichloroethene

ND 0.50 ug/L 07/02/19 08:24 1cis-1,2-Dichloroethene

ND 0.50 ug/L 07/02/19 08:24 1Methyl tert-butyl ether

4-Bromofluorobenzene (Surr) 120 80 - 120 07/02/19 08:24 1

MB MB

Surrogate Dil FacPrepared AnalyzedQualifier Limits%Recovery

91 07/02/19 08:24 1Dibromofluoromethane (Surr) 76 - 132

110 07/02/19 08:24 1Toluene-d8 (Surr) 80 - 128

Client Sample ID: Lab Control SampleLab Sample ID: LCS 440-555711/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 555711

1,1,1-Trichloroethane 25.0 28.0 ug/L 112 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,1,2,2-Tetrachloroethane 25.0 22.0 ug/L 88 63 - 130

1,1,2-Trichloroethane 25.0 24.1 ug/L 96 70 - 130

1,1-Dichloroethane 25.0 23.2 ug/L 93 64 - 130

1,1-Dichloroethene 25.0 26.1 ug/L 104 70 - 130

Eurofins TestAmerica, Pleasanton
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QC Sample Results
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Method: 624 - Volatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LCS 440-555711/5
Matrix: Water Prep Type: Total/NA
Analysis Batch: 555711

1,2-Dichlorobenzene 25.0 24.4 ug/L 98 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

1,2-Dichloroethane 25.0 23.3 ug/L 93 57 - 138

1,2-Dichloropropane 25.0 22.7 ug/L 91 67 - 130

1,3-Dichlorobenzene 25.0 24.2 ug/L 97 70 - 130

1,4-Dichlorobenzene 25.0 23.8 ug/L 95 70 - 130

Benzene 25.0 23.7 ug/L 95 68 - 130

Bromoform 25.0 17.9 ug/L 72 60 - 148

Bromomethane 25.0 20.5 ug/L 82 64 - 139

Carbon tetrachloride 25.0 26.4 ug/L 106 60 - 150

Chlorobenzene 25.0 24.5 ug/L 98 70 - 130

Dibromochloromethane 25.0 22.9 ug/L 92 69 - 145

Chloroethane 25.0 21.6 ug/L 87 64 - 135

Chloroform 25.0 23.7 ug/L 95 70 - 130

Chloromethane 25.0 16.1 ug/L 65 47 - 140

cis-1,3-Dichloropropene 25.0 26.2 ug/L 105 70 - 133

Bromodichloromethane 25.0 24.9 ug/L 100 70 - 132

Ethylbenzene 25.0 26.5 ug/L 106 70 - 130

Methylene Chloride 25.0 22.9 ug/L 92 52 - 130

Tetrachloroethene 25.0 22.3 ug/L 89 70 - 130

Toluene 25.0 25.3 ug/L 101 70 - 130

trans-1,2-Dichloroethene 25.0 24.3 ug/L 97 70 - 130

trans-1,3-Dichloropropene 25.0 26.4 ug/L 106 70 - 132

Trichlorofluoromethane 25.0 29.4 ug/L 118 60 - 150

Vinyl chloride 25.0 20.4 ug/L 82 59 - 133

Trichloroethene 25.0 23.3 ug/L 93 70 - 130

cis-1,2-Dichloroethene 25.0 22.6 ug/L 90 70 - 133

Methyl tert-butyl ether 25.0 25.6 ug/L 102 63 - 131

4-Bromofluorobenzene (Surr) 80 - 120

Surrogate

116

LCS LCS

Qualifier Limits%Recovery

91Dibromofluoromethane (Surr) 76 - 132

105Toluene-d8 (Surr) 80 - 128

Method: SM 2540C - Solids, Total Dissolved (TDS)

Client Sample ID: Method BlankLab Sample ID: MB 440-554202/1
Matrix: Water Prep Type: Total/NA
Analysis Batch: 554202

RL MDL

Total Dissolved Solids ND 10 mg/L 06/24/19 09:00 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

Client Sample ID: Lab Control SampleLab Sample ID: LCS 440-554202/2
Matrix: Water Prep Type: Total/NA
Analysis Batch: 554202

Total Dissolved Solids 1000 986 mg/L 99 90 - 110

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec.

Limits

Eurofins TestAmerica, Pleasanton
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QC Association Summary
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

GC/MS VOA

Analysis Batch: 555711

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water 624720-93627-1 272NEC-EFT Total/NA

Water 624MB 440-555711/4 Method Blank Total/NA

Water 624LCS 440-555711/5 Lab Control Sample Total/NA

General Chemistry

Analysis Batch: 554202

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Water SM 2540C720-93627-1 272NEC-EFT Total/NA

Water SM 2540CMB 440-554202/1 Method Blank Total/NA

Water SM 2540CLCS 440-554202/2 Lab Control Sample Total/NA

Eurofins TestAmerica, Pleasanton
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Lab Chronicle
Client: Locus Technologies Job ID: 720-93627-1
Project/Site: NEC

Client Sample ID: 272NEC-EFT Lab Sample ID: 720-93627-1
Matrix: WaterDate Collected: 06/20/19 08:55

Date Received: 06/20/19 12:50

Analysis 624 07/02/19 12:57 RM1 555711 TAL IRV

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Analysis SM 2540C 1 554202 06/24/19 09:00 XL TAL IRVTotal/NA

Laboratory References:

TAL IRV = Eurofins TestAmerica, Irvine, 17461 Derian Ave, Suite 100, Irvine, CA 92614-5817, TEL (949)261-1022

Eurofins TestAmerica, Pleasanton
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Accreditation/Certification Summary
Client: Locus Technologies Job ID: 720-93627-1
Project/Site: NEC

Laboratory: Eurofins TestAmerica, Pleasanton
All accreditations/certifications held by this laboratory are listed.  Not all accreditations/certifications are applicable to this report.

Authority Program EPA Region Identification Number Expiration Date

California 24969State Program 01-31-20

USDA Federal P330-17-00380 12-11-20

Laboratory: Eurofins TestAmerica, Irvine
All accreditations/certifications held by this laboratory are listed.  Not all accreditations/certifications are applicable to this report.

Authority Program EPA Region Identification Number Expiration Date

Alaska CA0153110State Program 06-30-20

Arizona State Program 9 AZ0671 10-14-19

California LA Cty Sanitation Districts 9 10256 06-30-20

California State Program 9 CA ELAP 2706 06-30-19 *

Guam State Program 9 Cert. No. 19-005R 01-23-20

Hawaii State Program 9 N/A 01-29-20

Kansas NELAP 7 E-10420 07-31-19 *

Nevada State Program 9 CA015312019-5 07-31-19 *

New Mexico State Program 6 N/A 01-29-20

Oregon NELAP 10 4028 01-29-20

US Fish & Wildlife Federal 058448 07-31-19 *

USDA Federal P330-18-00214 07-09-21

Washington State Program 10 C900 09-03-19

Eurofins TestAmerica, Pleasanton

* Accreditation/Certification renewal pending - accreditation/certification considered valid.
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Method Summary
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Method Method Description LaboratoryProtocol

40CFR136A624 Volatile Organic Compounds (GC/MS) TAL IRV

SMSM 2540C Solids, Total Dissolved (TDS) TAL IRV

Protocol References:

40CFR136A = "Methods for Organic Chemical Analysis of Municipal Industrial Wastewater", 40CFR, Part 136, Appendix A,  October 26, 1984 and 

subsequent revisions.
SM = "Standard Methods For The Examination Of Water And Wastewater"

Laboratory References:

TAL IRV = Eurofins TestAmerica, Irvine, 17461 Derian Ave, Suite 100, Irvine, CA 92614-5817, TEL (949)261-1022

Eurofins TestAmerica, Pleasanton
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Sample Summary
Job ID: 720-93627-1Client: Locus Technologies

Project/Site: NEC

Lab Sample ID Client Sample ID ReceivedCollectedMatrix Asset ID

720-93627-1 272NEC-EFT Water 06/20/19 08:55 06/20/19 12:50

Eurofins TestAmerica, Pleasanton
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Login Sample Receipt Checklist

Client: Locus Technologies Job Number: 720-93627-1

Login Number: 93627

Question Answer Comment

Creator: Arauz, Dennis

List Source: Eurofins TestAmerica, Pleasanton

List Number: 1

N/ARadioactivity wasn't checked or is </= background as measured by a survey 
meter.

N/AThe cooler's custody seal, if present, is intact.

N/ASample custody seals, if present, are intact.

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueIs the Field Sampler's name present on COC?

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.

Eurofins TestAmerica, Pleasanton
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Login Sample Receipt Checklist

Client: Locus Technologies Job Number: 720-93627-1

Login Number: 93627

Question Answer Comment

Creator: Ornelas, Olga

List Source: Eurofins TestAmerica, Irvine

List Creation: 06/22/19 02:14 PMList Number: 2

TrueRadioactivity wasn't checked or is </= background as measured by a survey 
meter.

TrueThe cooler's custody seal, if present, is intact.

N/ASample custody seals, if present, are intact. Not Present

TrueThe cooler or samples do not appear to have been compromised or 
tampered with.

TrueSamples were received on ice.

TrueCooler Temperature is acceptable.

TrueCooler Temperature is recorded.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

N/AIs the Field Sampler's name present on COC? Received project as a subcontract.

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueAppropriate sample containers are used.

TrueSample bottles are completely filled.

N/ASample Preservation Verified.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueMultiphasic samples are not present.

TrueSamples do not require splitting or compositing.

N/AResidual Chlorine Checked.

Eurofins TestAmerica, Pleasanton
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